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При ежегодном росте объёмов энергии, 
рекуперируемой подвижным составом, 
особую актуальность приобретает оценка 
использования такой энергии. В статье 
определены показатели эффективности 
энергии рекуперации при торможении 
и её составляющие. Выявлены влияющие 
на это факторы и эмпирические 
коэффициенты, корректирующие оценку 
распределения энергии рекуперации 
на участке. Перечислены исходные 
данные, представлены подготовительные 
расчёты и сам алгоритм методики 
оценки эффективности рекуперации. 
Предложен способ распределения 
возвращённой на тяговые подстанции 
энергии по составным её полезного 
использования.
Ключевые слова: железная дорога, 
рекуперация, энергетическая эффективность, 
система тягового электроснабжения, 
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Опыт применения рекуперативного торможения на электрифициро-ванных участках железных дорог 
мира показывает высокую степень энерге-
тической эффективности использования 
энергии рекуперации [1–3] . К примеру, 
в Великобритании доля возврата энергии 
рекуперации в контактную сеть составляет 
7,2 % от расхода энергии по тяговым под-
станциям . Процент возврата в систему 
внешнего электроснабжения при этом 
1,7 % . Сопоставимые результаты имеют 
Испания, Швеция .
Исследование потокораспределения 
энергии рекуперации в системе тягового 
электроснабжения (СТЭ) позволяет прини-
мать технические решения по оснащению 
электрифицированных участков дополни-
тельными приёмниками избыточной энер-
гии (накопителями энергии или инвертора-
ми), определять их характеристики, разра-
батывать подходы к созданию энергоопти-
мальных графиков движения поездов .
Для определения меры эффективности 
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рекуперации специалистами ОмГУПС 
предлагается оценивать:
– абсолютное значение полезного ис-
пользования энергии рекуперации, выра-
ботанной ЭПС;
– относительную величину полезного 
использования энергии рекуперации 
(в процентах) от абсолютного её значения 
по показаниям счётчиков рекуперации 
ЭПС .
Эффективное использование энергии 
рекуперации начинается с её потребления 
на собственные нужды рекуперирующего 
ЭПС . Эта энергия не учитывается счётчи-
ками, однако предлагаемая авторами ста-
тьи методика [6] даёт возможность расчёт-
ным путём оценить её величину в зависи-
мости от эксплуатационных и технических 
условий на участке .
ИСХОДНЫЕ ДАННЫЕ 
И ПОДГОТОВКА К РАСЧЁТУ
Пользователь методики осуществляет 
сбор исходной информации из имеющихся 
в ОАО «РЖД» отчётно-аналитических форм 
за расчётный период отдельно для каждого 
участка постоянного и переменного тока . 
Так, отчётная форма ТХО-125 служит источ-
ником информации об объёме энергии ре-
куперации, линейном пробеге, средней 
технической и участковой скорости ЭПС . 
Автоматизированная система управления 
путевым хозяйством АСУ-П выступает 
источником информации о количестве 
главных путей и характеристиках путевого 
профиля, а автоматизированная система 
ведения и анализа графика исполненного 
движения ГИД «Урал-ВНИИЖТ» –  источ-
ником данных о средних массах и размерах 
движения поездов .
Автоматизированная система управле-
ния хозяйством электрификации и элект-
роснабжения АСУ-Э выдаёт:
– количество тяговых подстанций 
и ВИП (для участков постоянного тока);
– типы контактной подвески и степень 
её износа;
– длины и схемы питания межподстан-
ционных зон участка;
– мощности потерь холостого хода 
и короткого замыкания трансформаторов 
тяговых подстанций .
Исходные показатели для определения 
величины энергии рекуперации, возвра-
щённой на тяговые подстанции расчётно-
го участка, с разбивкой по составляющим 
систематизируются на основе статистиче-
ских данных «Трансэнерго», получаемых 
из АСКУЭ . Для участка постоянного тока 
анализируются и заносятся в специальную 
таблицу по каждой подстанции:
– величина возврата энергии по счёт-
чикам вводов ВИП на стороне переменно-
го тока;
– величина возврата энергии по счёт-
чикам вводов понизительных трансформа-
торов 6 (10) кВ;
– величина возврата энергии по счёт-
чикам вводов высшего напряжения пони-
зительных трансформаторов;
– величина расхода энергии по счётчи-
кам вводов высшего напряжения понизи-
тельных трансформаторов .
Для расчётных участков переменного 
тока анализируются и заносятся в специ-
альную таблицу по каждой тяговой под-
станции следующие данные:
– возврат энергии по счётчикам присо-
единений фидеров контактной сети (ФКС);
– возврат энергии по счётчикам, уста-
новленным на вводах 27,5 кВ понизитель-
ных трансформаторов;
– расход энергии на тягу поездов по 
счётчикам вводов 27,5 кВ;
– возврат энергии по счётчикам, уста-
новленным на вводах на стороне высшего 
напряжения понизительных трансформа-
торов;
– расход электроэнергии по счётчикам, 
установленным на вводах на стороне выс-
шего напряжения понизительных транс-
форматоров;
– расход электроэнергии по счётчикам, 
установленным на вводах 6/10/35 кВ пони-
зительных трансформаторов .
Затем выполняется анализ характери-
стик профиля пути для определения более 
энергозатратного для движения поездов 
направления расчётного участка (чётного 
или нечётного), которое в методике при-
нято называть «сложным направлением» . 
Это делается расчётом величины эквива-
лентного уклона участка в чётном и нечёт-
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 –  уклон j-го элемента профиля пути 
расчётного участка, ‰; S
j 
–  длина j-го эле-
мента профиля пути расчётного участка 
в нечётном направлении, м; J –  количест-
во элементов профиля расчётного участка .
Сложным направлением принимается 
направление с большим значением вели-
чины эквивалентного уклона .
В дальнейшем расчёте средние массы 
грузовых поездов как факторы, влияющие 
на эффективность использования энергии 
рекуперации, учитываются отдельно для 
сложного и лёгкого направлений движения 
поездов .
Влияние типов контактной подвески, 
степени её износа, а также длин и схем пи-
тания межподстанционных зон (МПЗ) 
участка в методике учитывается через зна-
чение относительного сопротивления тяго-
вой сети . После этого определяются средние 
для участка значения относительных сопро-
тивлений тяговой сети в зависимости от 
протяжённости контактной подвески опре-
делённого типа и длин МПЗ с различными 
схемами питания, которые используются 
в дальнейшем расчёте в качестве исходных 
данных . Кроме того, предварительно рас-
считываются средние мощности потерь 
холостого хода и короткого замыкания по-
нижающих трансформаторов тяговых под-
станций участков переменного тока и пре-
образовательных трансформаторов участков 
постоянного тока, которые также являются 
исходными данными .
АЛГОРИТМ МЕТОДИКИ
Методология оценки эффективности 
использования энергии рекуперации, об-
щий алгоритм и основные расчётные фор-
мулы представлены в [6] .
1 . На первом этапе расчётов из объёма 
выработанной ЭПС и переданной в кон-
тактную сеть энергии рекуперации на 
участке за расчётный период выделяется 
доля энергии рекуперации за вычетом по-
терь энергии в контактной сети . Осуществ-
ляется это посредством расчёта коэффи-
циента эффективности использования 
энергии рекуперации  .  .
КС
рек эффk  . При этом 
в расчёт берутся такие данные, как средние 
массы грузовых составов –  отдельно 
в сложном и лёгком направлениях, средняя 
техническая скорость в грузовом движе-
нии, среднесуточные размеры движения 
поездов (и отдельно грузовых поездов), тип 
контактной подвески, средний износ кон-
тактного провода, схема питания участка 
и т . д . Рассчитанный для участка коэффи-
циент  .  .
КС
рек эффk  
умножением на отчётное 
значение выработанной ЭПС энергии ре-
куперации КСрекW  даёт величину, которая уже 
не содержит в себе потери энергии в кон-
тактной сети  .  .
КС
рек эффW  .
2 . На основе тех же исходных данных по 
эмпирическим формулам [5] определяются 
коэффициенты возврата энергии рекупе-
рации для каждой тяговой подстанции 
участка ЭЧЭрекk , а для участков постоянного 
тока также и коэффициенты потерь энер-
гии рекуперации в преобразовательных 
агрегатах подстанций ЭЧЭпотk  . С помощью 
этих коэффициентов выделяется объём 
энергии рекуперации, возвращённый на 
тяговые подстанции участка ,ЭЧЭрекW  а также 
объём потерь энергии в трансформаторах 
при такой передаче энергии ВИПрекWΔ  для 
участков постоянного тока .
3 . Определяется энергия рекуперации, 
выработанная ЭПС и переданная в кон-
тактную сеть, за вычетом потерь энергии 
в контактной сети и возврата энергии на 
тяговые подстанции . Она образует долю 
энергии рекуперации, потреблённую на 
тягу поездов на расчётном участке  . .ЭПСдррекW
4 . Рассчитываются две составляющие, 
определение которых позволяет более пол-
но и объективно оценить эффективность 
использования энергии рекуперации на 
расчётном участке, а именно:
1) разность потерь энергии в СТЭ для 
случаев с применением и без применения 
рекуперативного торможения –  алгоритм 
расчёта подробно представлен в [9];
2) объём энергии рекуперации, потреб-
лённой на собственные нужды рекупери-
рующего ЭПС .
Вторая составляющая находится с по-
мощью коэффициента использования 
машин собственных нужд ЭПС и коэффи-
циента времени в режиме рекуперации, 
который определяется по формуле:
( )  ,t peкt peк i i
i
k t s X= +∑ i  (2)
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 –  эмпирические коэффициенты для 
соответствующего количества главных 
путей и влияющего фактора tрекiX ; 
tрек
iX – 
значения факторов, влияющих на коэффи-
циент времени в режиме рекуперации .
Значения факторов в данном случае –  это 
численное отражение таких исходных дан-
ных, как массы поездов, технические и участ-
ковые скорости, размеры движения поездов .
5 . Определение величины энергии ре-
куперации, возвращённой на каждую тя-
говую подстанцию расчётного участка 
с разбивкой по составляющим её исполь-
зования, выполняется отдельно для участ-
ков постоянного и переменного тока .
5 .1 . На участках постоянного тока рас-
чёт делается только для случаев с ВИП на 
тяговых подстанциях и наличием возврата 
энергии по счётчикам вводов ВИП за рас-
чётный период в следующем порядке .
Исходя из общей величины возврата 
энергии рекуперации по счётчикам вводов 
ВИП каждой тяговой подстанции расчёт-
ного участка (  .)
ЭЧЭn
возв счW  и суммарного значе-
ния возврата энергии по счётчикам вводов 
ВИП всех тяговых подстанций участка 
=







W  определяется доля возврата 


















где n –  номер тяговой подстанции расчёт-
ного участка; N –  количество тяговых 
подстанций расчётного участка .
Далее выделяется доля рекуперирован-
ной энергии, возвращённой из тяговой 
сети на каждую тяговую подстанцию по 
вводам ВИП расчётного участка, которая 
находится по формуле:
ЭЧЭn ЭЧЭ ЭЧЭn
рек рек рекW W γ=  , (4)
где ЭЧЭрекW  –  объём энергии рекуперации, 
возвращённый на тяговые подстанции 
участка согласно п . 2 алгоритма .
Определяется доля возврата энергии 
рекуперации по вводам низшего напря-
жения понижающих трансформаторов 










γ = , (5)
где (  .)
ННn
возв счW  –  возврат энергии по счётчикам 
вводов низшего напряжения понижающе-
го трансформатора каждой тяговой под-
станции участка .
Величина возврата энергии рекупера-
ции по вводам низшего напряжения пони-
жающего трансформатора каждой тяговой 
подстанции расчётного участка вычисля-
ется по формуле, кВт•ч:
 .ННn ЭЧЭn ННnрек рек рекW W γ=   (6)
Рассчитывается объём возврата энергии 
рекуперации по присоединениям шин 
6/10 кВ (ЛПЭ, ТСН и др .) i-й тяговой под-
станции расчётного участка, кВт•ч:
(6/10) n ЭЧЭn ННn
рек рек рекW W W= −  . (7)
Доля возврата энергии рекуперации по 
вводам высшего напряжения понижающе-
го трансформатора в систему внешнего 
электроснабжения каждой тяговой под-










γ = , (8)
где (  .)
ВНn
возв счW  –  возврат энергии по счётчикам 
вводов высшего напряжения каждой тяго-
вой подстанции расчётного участка .
Величина возврата энергии рекупера-
ции по вводам высшего напряжения пони-
жающего трансформатора каждой тяговой 
подстанции расчётного участка, кВт•ч:
ВНn ННn ВНn
рек рек рекW W γ=   . (9)
В случае отсутствия отчётной информа-
ции о возврате энергии по вводам и присо-
единениям какой-либо из тяговых под-
станций участка (например, при отсутст-
вии учёта энергии на присоединениях или 
вводах) расчёт по формулам, в которых 
фигурируют неизвестные величины, для 
такой тяговой подстанции не выполняется . 
Это вносит некоторую погрешность в рас-
пределение энергии рекуперации внутри 
тяговых подстанций участка, но является 
неизбежным допущением и упрощением . 
Следует отметить, что в расчёте суммарно-
го объёма полезного использования энер-
гии рекуперации по участкам и полигону 
в целом ошибки не будет . В соответствии 
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Черемисин В. Т., Никифоров М. М., Вильгельм А. С. Методика оценки использования энергии 
рекуперации
38
Отчётное значение выработанной ЭПС и переданной 
в контактную сеть энергии рекуперации 
Объём энергии рекуперации за вычетом потерь 
энергии в контактной сети
Потери энергии рекуперации в контактной сети
Энергия рекуперации, 
потреблённая на тягу поездов 
другим ЭПС на расчётном 
участке 
Величина энергии рекуперации, потреблённая 
на собственные нужды рекуперирующего ЭПС 
Потери энергии 
в преобразовательных 
трансформаторах при передаче 
энергии на тяговые подстанции
Энергия рекуперации, 
возвращённая на тяговые 
подстанции участка 
Возврат энергии рекуперации по присоединениям 
шин 6/10 кВ (ЛПЭ, ТСН и др.) каждой тяговой 
подстанции
Возврат энергии рекуперации 
по вводам высшего 
напряжения каждой тяговой 
подстанции
Вся выработанная ЭПС энергия рекуперации на расчётном участке за расчётный период
Разность потерь энергии в СТЭ для случаев с применением и без применения рекуперативного торможения




при передаче энергии 
на сторону высшего 
напряжения 
с представленной методологией суммар-
ный объём возврата по всем присоедине-
ниям 6/10 кВ и по вводам высшего напря-
жения всех тяговых подстанций будет 
определён корректно, а погрешность 
проявится только в распределении объёмов 
возврата между присоединениями кон-
кретных тяговых подстанций .
Таким образом, составляющие исполь-
зования энергии рекуперации на участках 
постоянного тока, определяемые по мето-
дике, можно проиллюстрировать в виде 
блок-схемы (рис . 1) .
5 .2 . На участках переменного тока рас-
чёт величины энергии рекуперации, воз-
вращённой на каждую тяговую подстанцию 
расчётного участка с разбивкой по состав-
ляющим, выполняется для случаев наличия 
возврата энергии по счётчикам присоеди-
нений ФКС в следующем порядке .
Сразу оговорка: как и в случае с участ-
ками постоянного тока, при отсутствии 
отчётной информации о возврате энергии 
по каким-либо вводам и присоединениям 
одной или нескольких тяговых подстанций 
участка расчёт по формулам, в которых 
фигурируют неизвестные величины, для 
данных подстанций выполнять не следует .
Кроме того, очевидно, что в объёме 
возврата энергии по ФКС может содер-
жаться энергия уравнительных токов, 
протекающих в СТЭ переменного тока . 
Установить эту величину можно расчётным 
путём, но для этого потребуется выполнить 
ряд дополнительных операций, в том 
числе с применением имитационного мо-
делирования работы участка за расчётный 
период . Подобный вопрос для любого 
участка переменного тока может быть 
решён и с применением синхронных изме-
рений на ФКС тяговых подстанций и ЭПС . 
В предлагаемой методике величина пере-
тока энергии не определяется, а лишь от-
мечается, что данное обстоятельство вно-
сит погрешность в расчёт и является неиз-
бежным допущением . При этом нужно 
понимать, что, как и в случае с отсутствую-
щей информацией по присоединениям 
и вводам тяговых подстанций о расходе 
и возврате энергии, данная погрешность 
распространяется только на распределение 
объёмов возврата энергии рекуперации 
между присоединениями конкретных тя-
говых подстанций, не нанося вреда оценке 
эффективности использования энергии 
рекуперации на участке и полигоне в це-
лом .
Исходя из доли возврата энергии рекупе-
рации по присоединениям ФКС каждой 
тяговой подстанции расчётного участка 
,ФКС ЭЧЭnрекγ
−  определяемой как отношение 
возврата энергии по всем счётчикам ФКС 




W −∑  к сум-
марному значению возврата энергии по всем 
ФКС, питающим расчётный участок, всех 


















• МИР ТРАНСПОРТА, том 16, № 1, С. 34–45 (2018)
Черемисин В. Т., Никифоров М. М., Вильгельм А. С. Методика оценки использования энергии 
рекуперации
39
тывается величина энергии, возвращённой 
на каждую тяговую подстанцию участка:
 .ЭЧЭn ЭЧЭ ФКС ЭЧЭnрек рек рекW W γ
−=   (10)
Доля возврата энергии рекуперации по 
вводам 27,5 кВ каждой тяговой подстанции 















где 27,5(  .)
ввод n
возв счW  –  возврат энергии по счётчи-
кам вводов 27,5 кВ каждой подстанции 
участка .
Величина возврата энергии рекупера-
ции по вводам 27,5 кВ каждой тяговой 
подстанции участка находится по формуле, 
кВт•ч:
27,5 27,5  .ввод n ЭЧЭn ввод nрек рек рекW W γ=   (12)
Далее определяется величина возврата 
энергии рекуперации по присоединениям 
шин 27,5 кВ (ДПР, ТСН, ГРШ и др .) каждой 
тяговой подстанции расчётного участка, 
кВт•ч:
= −27,5 27,5 .n ЭЧЭn ввод nрек рек рекW W W  (13)
Относительная величина потерь энер-
гии в понижающих силовых трансформа-
торах тяговых подстанций составляет:
(  .) (  .)
27,5 27,5 6/10/35
(  .) (  .) (  .)





расх сч возв сч
ввод n ввод n n
расх сч возв сч расх счПТ
ВНn ВНn







 − − =
−
 (14)
где (  .)
ВНn
расх счW  –  расход энергии по счётчикам 
вводов высшего напряжения каждой тяго-
вой подстанции участка; (  .)
ВНn
возв счW  –  возврат 
энергии по счётчикам вводов высшего 
напряжения каждой тяговой подстанции 
участка; 27,5(  .)
ввод n
расх счW  –  расход энергии по 
счётчикам вводов 27,5 кВ каждой тяговой 
подстанции участка; 6/10/35(  .)
n
расх счW  –  расход 
энергии по счётчикам вводов 6/10/35 кВ 
(вводов обмотки районной нагрузки) по-
нижающих силовых трансформаторов 
каж дой тяговой подстанции участка .
Доля возврата энергии рекуперации по 
вводам 6/10/35 кВ каждой тяговой подстан-
ции расчётного участка:
27,5
(  .) (  .)6/10/35
27,5
(  .)








=  . (15)
Величина возврата энергии рекупера-
ции по вводам 6/10/35 кВ каждой тяговой 
подстанции участка, кВт•ч:
6/10/35 27,5 6/10/35 .n ввод n nрек рек возвW W γ= i  (16)
Величина возврата энергии рекупера-
ции по вводам высшего напряжения каж-
дой тяговой подстанции участка, кВт•ч:
27,5 6/10/35(1 )  .ВНn ввод n ПТ nрек рек рекW W Wδ= − −  (17)
Составляющие эффективного ис-
пользования энергии рекуперации на 
участках переменного тока, определяе-
Отчётное значение выработанной ЭПС и переданной 
в контактную сеть энергии рекуперации 
Объём энергии рекуперации за вычетом потерь 
энергии в контактной сети
Потери энергии рекуперации в контактной сети
Энергия рекуперации, потреблённая на тягу поездов 
другим ЭПС на расчётном участке 
Величина энергии рекуперации, потреблённая 
на собственные нужды рекуперирующего ЭПС 
Энергия рекуперации, возвращённая 




27,5 кВ каждой тяговой 
подстанции
Возврат энергии 




Вся выработанная ЭПС энергия рекуперации на расчётном участке за расчётный период
Разность потерь энергии в СТЭ для случаев с применением и без применения рекуперативного торможения
— составляющие эффективного использования энергии рекуперации
Возврат энергии 
рекуперации по вводам
6/10/35 кВ каждой тяговой 
подстанции
Потери энергии в 
понижающих 
трансформаторах при 
передаче энергии на 
стороны 6/10/35 кВ и 
высшего напряжения 
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мые по методике, можно проиллюстри-
ровать в виде блок-схемы (рис . 2) .
6 . Абсолютное значение полезного 
использования энергии рекуперации на 
расчётном участке за расчётный период 
 .
ЭПС
рек эфW  определяется как сумма состав-
ляющих эффективного использования 
энергии рекуперации, представленных 
соответственно на рис . 1 и 2 для участков 
постоянного и переменного тока . При 
этом относительная величина полезного 
использования энергии рекуперации, 
выработанной ЭПС, %:
 .







δ =  , (18)
где ЭПСрекW  –  объём энергии рекуперации, 
определяемый по формуле:
 .  .,ЭПС КС ЭПС с нрек рек рекW W W= +  (19)
где КСрекW  –  объём переданной ЭПС 
в контактную сеть энергии рекуперации 
на расчётном участке за расчётный пе-
риод;  .  .ЭПС с нрекW – объём энергии рекупе-
рации, потреблённой рекуперирующим 
ЭПС на собственные нужды .
Абсолютные и относительные вели-
чины полезного использования энергии 
рекуперации, рассчитанные для полиго-
на железных дорог, могут быть исполь-
зованы для оценки экономической эф-
фективности применения рекуператив-
ного торможения и использования 
энергии рекуперации [10] .
ВЫВОДЫ
Выполненные исследования и разра-
ботанная в результате методика, описан-
ные в статье, позволяют оценить меру 
эффективности использования энергии 
рекуперации на отдельных участках же-
лезных дорог и полигоне в целом .
В предлагаемой методологии заложен 
принцип, основанный на получении 
значений пяти коэффициентов, опреде-
ляющих эффективность использования 
энергии рекуперации и подчёркиваю-
щих уникальность авторской методики .
Методика помогает аналитическим 
путём, без затрат на оснащение участков 
дополнительной измерительной техни-
кой выполнять оценку влияния на эф-
фективность использования энергии 
рекуперации режимов работы СТЭ, орга-
низации движения поездов, деятельности 
подразделений локомотивного хозяйства 
с целью интенсификации применения 
рекуперативного торможения .
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Background. The experience of using regenerative 
braking on the electrified sections of the world’s 
railways shows a high degree of energy efficiency in 
the use of regenerative energy [1–3]. For example, in 
the UK, the share of recovery of regenerative energy 
in the contact network is 7,2 % of energy consumption 
by traction substations. The percentage of recovery to 
the system of external power supply is 1,7 %. Spain, 
Sweden have comparable results.
The study of the flow distribution of regenerative 
energy in the traction power supply system (TPSS) 
allows to make technical decisions on equipping the 
electrified sections with additional receivers of excess 
energy (energy storage devices or inverters), 
determine their characteristics, develop approaches 
to creating energy-optimal train schedules.
To determine the measure of efficiency and 
directions of use of regenerative energy, specialists 
of Omsk State Transport University offer to evaluate:
– the absolute value of beneficial use of 
regenerative energy generated by TPSS;
– the relative amount of beneficial use of 
regenerative energy (in percents) from its absolute 
value according to the indications of the regeneration 
calculators of TPSS.
The effective use of regenerative energy begins 
with its consumption for the own needs of the 
regenerating TPSS. This energy is not taken into 
account by the counters, however, the method 
proposed by the authors of the article [6] makes it 
possible to calculate the value of this energy in 
accordance with the operational and technical 
conditions on the section.
Objective. The objective of the authors is to 
consider a method for estimating the use of 
regenerative energy.
Methods. The authors use general scientific and 
engineering methods, comparative analysis, 
evaluation approach, simulation.
Results.
Initial data and preparation for calculation
The user of the methodology collects the initial 
information from the reports and analytical forms 
available in JSC Russian Railways for the accounting 
period separately for each section of DC and AC. 
Thus, the reporting form TXO-125 serves as a source 
of information on the amount of regenerative energy, 
linear mileage, average technical and section speed 
of ERS. Automated system of management of the 
track facilities ASU-P acts as a source of information 
on the number of main tracks and characteristics of 
the track profile, and an automated system for 
maintaining and analyzing the schedule of the train 
sheet GID Ural-VNIIZhT is  a source of data on the 
average masses and the size of train traffic.
Automated control system of the electrification 
and power supply system ACS-E gives:
– number of traction substations and secondary 
power sources (for DC sections);
– types of catenary and degree of its wear;
– lengths and power schemes of inter-station 
zones of the section;
– power losses of idling and short-circuit 
transformers of traction substations.
The initial indicators for determining the amount 
of regenerative energy returned to the traction 
substations of the calculation section, broken down 
into components, are systematized on the basis of 
Transenergo [a branch of JSC Russian Railways in 
charge of providing electric power to some of 
corporate facilities] statistics obtained from ASKUE 
automated information and monitoring system. For 
the constant current section, they are analyzed and 
recorded in a special table for each substation, 
comprising:
– the amount of energy return by input counters 
of secondary power sources on the AC side;
– the amount of energy return from the input 
counters of the step-down transformers 6 (10) kV;
– the amount of energy return by the counters of 
high voltage inputs of the step-down transformers;
– the amount of power consumption by the 
counters of high voltage inputs of step-down 
transformers.
For calculation regarding AC sections, the 
following data are analyzed and entered into a special 
table for each traction substation:
– energy recovery on the counters of the feeder 
connections of the contact network (FCC);
– energy recovery by counters installed at the 
inputs of 27,5 kV of step-down transformers;
– energy consumption for traction of trains on the 
input counters of 27,5 kV;
– energy recovery on the counters installed on 
the inputs on the high voltage side of the step-down 
transformers;
– electricity consumption on counters installed on 
the inputs on the high voltage side of the step-down 
transformers;
– electricity consumption according to counters 
installed at 6/10/35 kV inputs of the step-down 
transformers.
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ABSTRACT
With an annual increase in the volume of energy 
regenerated by rolling stock, an assessment of the 
use of such energy becomes particularly topical. 
The article defines the regenerative energy 
ef f ic iency  ind icators  for  brak ing  and i ts 
components. The influencing factors and the 
empirical coefficients determining the degree and 
nature of the energy distribution of regeneration at 
the railway section, are determined. The initial data 
are listed, preparatory calculations and the 
algorithm of the method of evaluating the efficiency 
of regeneration are presented. A method is 
proposed for distributing the energy returned to 
traction substations according to the components 
of its beneficial use.
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Then the analysis of the track profile is carried out 
to determine the direction of the calculation section 
(even or odd) that is more energy-consuming for 
movement of trains, which is called «complex direction» 
in the methodology. This is done by calculating the value 
of the equivalent slope of the section in an even and odd 






















 –  slope of the j-th element of the track profile of 
the calculation section,‰; S
j 
–  length of the j-th element 
of the track profile of the calculation section in the odd 
direction, m; J –  number of elements of the profile of the 
calculation section.
A direction with a larger value of the equivalent slope 
is taken as a complex direction.
In the following calculation, the average masses of 
freight trains as factors influencing the energy efficiency 
of recovery are taken into account separately for the 
complex and easy direction of train traffic.
The influence of the types of contact suspension, 
the degree of its wear, as well as the lengths and power 
schemes of the inter-substation zones (ISZ) in the 
method is taken into account through the value of 
relative resistance of the traction network. After that, the 
average values for the area of relative resistance of the 
traction network are determined, depending on the 
length of the contact suspension of a certain type and 
the length of ISZ with different power circuits, which are 
used in the future calculation as input data. In addition, 
the average idle and short-circuit power losses of the 
step-down substations of the traction substations of AC 
sections and rectifier transformers of DC sections, which 
are also initial data, are also pre-calculated
Methodology algorithm
The methodology for estimating the efficiency of the 
use of regenerative energy, a general algorithm and 
basic calculation formulas are presented in [6].
1. At the first stage of calculations, from the amount 
of regenerative energy generated by ERS and 
transferred to the contact network in the sector during 
the calculation period, the share of regenerative energy 
is deducted, in its turn taking into account the deduction 
caused by the energy losses in the contact network. This 
is done by calculating the coefficient of the efficiency of 
use of regenerative energy  .  .
KN
reg effk . At the same time, such 
data as the average masses of freight trains are taken 
into account, separately in complex and easy directions, 
average technical speed in freight traffic, average daily 
train traffic (and separately freight trains), the type of 
contact suspension, average wear of the contact wire, 
the power scheme of the section, etc. The coefficient
 .  .
KN
reg effk  calculated for the section by multiplying it by the 
reported value of regenerative energy KNregW generated 
by ERS makes a value that no longer contains the energy 
loss in the contact network  .  .
KN
reg effW .
2. On the basis of the same initial data and 
using the empirical formulas [5], the coefficients 
of recovery of regenerative energy for each 
tract ion substat ion of  the sect ion ECEregk  are 
determined, and for DC sections, the energy loss 
coefficients of regenerative energy in the converter 
units of the substations ECEpotk  are determined as well. 
With the help of these coefficients, the amount of 
regenerative energy is defined, comprising the amount 
of the energy returned to the traction substations of the 
section ,ECEregW and also the volume of energy losses in 
the transformers with such energy transfer SPSregWΔ for 
the sections of direct current.
3. The regenerative energy generated by ERS and 
transmitted to the contact network is determined, with 
the allowance taking into account the energy losses in 
the contact network and the return of energy to the 
traction substations. It forms a share of regenerative 
energy, consumed by traction of trains in the calculation 
section  . .ERSdrregW
4. Two components are calculated, the determination 
of which allows to more fully and objectively evaluate the 
efficiency of the use of regenerative energy in the 
calculation section, namely:
1) the difference in energy losses in TPSS for cases 
with and without the use of regenerative braking –  the 
calculation algorithm is described in detail in [9];
2) the amount of regenerative energy, consumed 
for own needs of regenerating ERS.
The second component is based on the coefficient 
of use of ERS auxiliary equipment and the time factor in 
the regenerative mode, which is determined by the 
formula:
( ),t regt reg i i
i
k t s X= + ∑   (2)
where t, s
i
 are  the empirical coefficients for the 
corresponding number of main tracks and the influencing 
factor t regiX ; 
t reg
iX – values of factors affecting the time 
factor in the regenerative mode.
The values of the factors in this case are the 
numerical reflection of such initial data as the masses 
of trains, technical and sectoral speeds, and the size of 
movement of trains.
5. Determination of the amount of regenerative 
energy, returned to each traction substation of the 
calculation section, broken down by its use, is carried 
out separately for the sections of direct and alternating 
current.
5.1. In DC sections, the calculation is made only 
for cases with secondary power sources in traction 
substations and the presence of energy recovery from 
the secondary power sources and using the entry 
counters for the calculated period in the following 
order.
Based on the total recovery of regenerative energy 
according to the input counters of secondary power 
sources of each traction substation in the calculation 
section (  .)
ECEn
rec countW and the total value of energy return 
according to the input counters of secondary power 









∑ , the share of recovery of regenerative 
energy from the inputs of secondary power sources of 

















where n is  number of the traction substation of the 
calculation section; N –number of traction substations 
of the calculation section.
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Further, the share of the regenerated energy 
returned from the traction network to each traction 
substation along the secondary power sources inputs 
of the considered section is allocated, which is found 
by the formula:
ECEn ECE ECEn
reg reg regW W γ=  , (4)
where ECEregW  is  the amount of regenerative energy, 
returned to the traction substation of the section in 
accordance with point 2 of the algorithm.
The share of recovery of regenerative energy by 
the lower voltage inputs of the step-down transformers 










γ = , (5)
where (  .)
NNn
rec countW  is  the energy return according to the 
lower voltage input counters of the step-down 
transformer of each traction substation of the section.
The value of regenerative energy recovery 
through voltage inputs of the step-down transformer 
of each traction substation in the considered section 
is calculated by the formula, kW·h:
 .NNn ECEn NNnreg reg regW W γ=   (6)
The volume of recovery of regenerative energy 
through the connections of 6/10 kV tires (LET, TSN, 
etc.) is calculated for the i-th traction substation of 
the considered section, kW•h:
(6/10)n ECEn NNn
reg reg regW W W= − . (7)
The share of regenerative energy recovery 
through the top-voltage inputs of the step-down 
transformer into the external power supply system of 
each traction substation in the considered section is 









γ = , (8)
where (  .)
VNn
rec countW  is  energy return according to the 
counters of the high voltage inputs of each traction 
substation in the considered section.
The value of recovery of regenerative energy 
through the input of the higher voltage of the step-
down transformer of each traction substation of the 
calculation section, kW•h:
VNn NNn VNn
reg reg regW W γ=  . (9)
In the absence of accounting information on the 
return of energy through the inputs and connections 
of any of the traction substations of the section (for 
example, in the absence of energy accounting for 
connections or inputs), calculations using formulas 
that involve unknown quantities are not performed for 
such a traction substation. This introduces some error 
in the distribution of regenerative energy within the 
traction substations of the section, but is an inevitable 
assumption and simplification. It should be noted that 
there will be no error in calculating the total amount 
of beneficial use of regenerative energy for the 
sections and the test section as a whole. In accordance 
with the presented methodology, the total return 
amount for all 6/10 kV connections and for the high 
voltage inputs of all traction substations will be 
determined correctly, and the error will only appear 
in the distribution of return volumes between 
connections of specific traction substations.
Thus, the components of the use of regenerative 
energy at the sections of direct current, determined 
by the method, can be illustrated in the form of a block 
diagram (Pic. 1).
5.2. In AC sections, the calculation of the 
regenerative energy value returned to each traction 
substation of the considered section, broken down 
by components, is performed for the cases of 
availability of energy return according to FCC 
interconnection counters in the following order.
Immediately there is a reservation: as in the case 
of DC sections, in the absence of reporting information 
on the return of energy for any inputs and connections 
of one or several traction substations of the section, 
Pic. 1. Scheme of the components of the use of regenerative energy in the areas of direct current.
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calculation using formulas that involve unknown 
quantities should not be performed for these 
substations.
In addition, it is obvious that in the volume of 
energy return on FCC there may be the energy of the 
equalizing currents flowing into TPSS of alternating 
current. It is possible to set this value in a calculated 
way, but for this it is necessary to perform a number 
of additional operations, including using simulation of 
the section operation during the considered period. 
A similar question for any area of alternating current 
can be solved with the use of synchronous 
measurements on FCC of traction substations and 
ERS. In the proposed method, the amount of energy 
transfer is not determined, but only noted that this 
circumstance introduces an error in calculation and 
is an unavoidable assumption. It should be understood 
that, like in the case of missing information on 
connections and inputs of traction substations on the 
consumption and return of energy, this error extends 
only to the distribution of the volumes of recovery of 
regenerative energy between the connections of 
specific traction substations without harming the 
evaluation of the efficiency of the use of regenerative 
energy on the section and the test section as a whole.
Based on the share of recovery of regenerative 
energy through the connections of FCC of each 
traction substation of the considered section ,FCC ECEnregγ
−
defined as the ratio of energy return through all FCC 




W −∑  to 
the total energy recovery value for all FCC feeding the 










∑  the value of the energy returned to each 
traction substation of the section is calculated:
 .ECEn ECE FCC ECEnreg reg regW W γ
−=   (10)
The share of return of regenerative energy by the 
inputs of 27,5 kV of each traction substation of the 














where 27,5(  .)
input n
rec countW  is  the energy return according to the 
input counters of 27,5 kV of each substation of the 
section.
The value of recovery of regenerative energy 
through the input of 27,5 kV of each traction substation 
of the section is determined according to the formula, 
kW•h:
27,5 27,5  .input n ECEn input nreg reg regW W γ=   (12)
Further, the amount of recovery of regenerative 
energy from the connection of 27,5 kV tires (DPR, 
TSN, GRSH, etc.) of each traction substation of the 
calculation section, kW•h is determined:
27,5 27,5  .n ECEn input nreg reg regW W W= −  (13)
The relative amount of energy losses in the 
reducing power transformers of traction substations 
is:
(  .) (  .)
27,5 27,5 6/10/35
(  .) (  .) (  .)





cons count rec count
input n input n n
cons count rec count cons countPT
VNn VNn










where (  .)
VNn
cons countW  is  energy consumption according 
to the counters of high voltage inputs of each 
traction substation of the section; (  .)
VNn
rec countW  –  energy 
recovery according to the counters of high voltage 




cons countW  –  energy consumption according to input 
counters of 27,5 kV of each traction substation of 
the section; 6/10/35(  .)
n
cons countW  –  power consumption 
according to input counters 6/10/35 kV (inputs of 
winding of the district load) of the reducing power 
transformers of each traction substation of the 
section.
Pic. 2. The scheme of the components of the use of regenerative energy in the areas of alternating current.
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The share of recovery of regenerative energy at the 
inputs of 6/10/35 kV of each traction substation of the 
considered section is:
27,5
(  .) (  .)6/10/35
27,5
(  .)









The amount of recovery of regenerative energy 
through the inputs 6/10/35 kV of each traction substation 
of the section, kW • h is:
6/10/35 27,5 6/10/35  .n input n nreg reg recW W γ=   (16)
The value of recovery of regenerative energy through 
the input of the highest voltage of each traction substation 
of the section, kW•h is:
27,5 6/10/35(1 )  .VNn input n PT nreg reg regW W Wδ= − −  (17)
The components of the efficient use of regenerative 
energy in the AC sections, determined by the method, 
can be illustrated in the form of a block diagram (Pic. 2).
6. The absolute value of beneficial use of regenerative 
energy within the considered section for the calculated 
period  .
ERS
reg effW  is defined as the sum of the components 
of the effective use of regenerative energy, presented 
respectively in Pic. 1 and 2 for DC and AC sections. In this 
case, the relative value of beneficial use of regenerative 
energy generated by ERS, % can be calculated as:
 .sec







δ =  , (18)
where ERSregW  is  the amount of energy, determined by the 
formula:
 .  .,ERS CN ERS o nreg reg regW W W= +  (19)
where CNregW  –  the amount of regenerative energy 
transferred by ERS in the contact network in the 
considered section for the calculated period;  .  .ERS o nregW – 
the amount of regenerative energy consumed by the 
regenerating ERS for own needs.
Absolute and relative values of beneficial use of 
regenerative energy, calculated for the railway test 
section, can be used to assess the economic efficiency 
of the application of regenerative braking and the use of 
regenerative energy [10].
Conclusions. The performed researches and the 
developed techniques described in the article allow to 
estimate a measure of efficiency of the use of regenerative 
energy on separate sections of railways and a test section 
as a whole.
The proposed methodology is based in obtaining the 
values of five coefficients that determine the efficiency of 
use of regenerative energy and emphasize the uniqueness 
of the author’s methodology.
The methodology helps to assess the impact on the 
energy efficiency of the use of regenerative energy of the 
operation modes of TPPS, organization of train traffic, the 
activities of locomotive facilities corporate units with the 
aim of intensifying the use of regenerative braking , while 
avoiding costs of equipping the sections with additional 
measuring equipment.
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